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Featured Application: The developed software facilitates the quick calculation of magnetic flux
density produced by electric current in facilities in whichever conditions, which can be used to
detect inadmissible levels of immission and to propose design improvements.
Abstract: The World Health Organization (WHO) warns that the presence of magnetic fields due to
the circulation of industrial frequency electrical currents may have repercussions on the health of
living beings. Hence, it is crucially important that we are able to quantify these fields under the normal
operating conditions of the facilities, both in their premises and in their surroundings, in order to take
the appropriate corrective measures and assure the safety conditions imposed, in force, by regulations.
For this purpose, CRMag®software has been developed. Using the simplified Maxwell equations for
low frequencies, CRMag®calculates and represents the magnetic flux density (MFD) that electrical
currents produce in the environment. Users can easily model electrical facilities through a friendly
and simple data entry. MFDs calculated by CRMag®have been validated in real facilities and
laboratory tests. With this software, exposure levels can be studied in any hypothetical scenario,
even in inaccessible zones. This allows designers to guarantee that legal limits (occupational, general
population, or precautionary levels related to epidemiological studies) are fulfilled. A real case study
has been described to show how the reconfiguration of conductors in a distribution transformer
substation (DTS) allows significant reductions in MFD in some points outside the facility.
Keywords: magnetic field; magnetic flux density; electrical facility; magnetometer; non-ionizing
radiation; distribution transformer substation; CRMag; software; exposure limits
1. Introduction
The influence of extremely low frequency (ELF) electromagnetic fields on the health of living
beings, particularly humans, is a fact that raises interest and controversy in the scientific community
and some concerns among many citizens. Possibly, the report that had the greatest worldwide impact
and that raised the alarm was the so-called Karolinska report, published in 1993 by Feychting and
Ahlbom [1], researchers at the prestigious Karolinska Institutet in Sweden. Although it is not the first
scientific study on the subject [2], the large number of cases studied and the rigor of the method made
it unique, and it is considered a basic reference in many countries. The report warns of a verified risk of
cases of leukemia in children living next to high-voltage lines where the magnetic flux density (MFD)
→
B exceeded 0.2 µT.
Other researchers have tried to verify this influence with diverse results [3–6]. The same authors
of the aforementioned report carried out a bibliographic review several years later [7] in which the
main conclusion was that there is some evidence of a risk factor with an average value of 2 on this
childhood disease that has a low incidence in the whole population. This risk is verified at locations
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where the average value of
→
B exceeds the threshold of 0.4 µT. This conclusion led the International
Commission on Non-Ionizing Radiation Protection (ICNIRP), an independent organization with
a great international prestige, to publish some recommendations on the general public’s exposure
to electromagnetic fields [8], which were adopted by the World Health Organization (WHO) [9].
The established limits in these recommendations are based on the measurable phenomenon of induced
currents in human organs. A threshold of 10 mA/m2 of current density was selected since lower values
do not reveal health risks for humans. With regards to occupational exposure, this has been associated
with an MFD of 500 µT at 50 Hz (or 420 µT at 60 Hz). For the general population, a safety factor of 5 is
applied, resulting in an exposure limit of 100 µT at 50 Hz (or 83 µT at 60 Hz).
Subsequently, the Council of Europe adopted the same limits in [10], transcribed into Spanish
legislation by [11].
The IEEE association also developed a standard on exposure limits to ELF magnetic fields [12].
For its part, the International Agency for Research on Cancer (IARC), based on the evidence
presented in international research, classified the magnetic field of ELF as potentially carcinogenic
(as opposed to the electric field) [13].
Numerous studies have tried to simulate or measure the physiological effects that ELF magnetic
fields can produce inside the human body. In general, these studies analyze the induced current that
the variable magnetic field can produce in various organs or tissues [14].
To date, the lack of evidence of a causal relationship between the ELF magnetic field and the
development of certain diseases (such as leukemia) leads ICNIRP to consider that stricter mandatory
limits cannot be established, such as 0.4 µT, beyond the recommendations given by this organization.
However, it warns about the possible risk and suggests considering the precautionary measures that
the WHO and other agencies have proposed. Based on this precautionary principle, some countries
have set MFD immission limits below the values proposed by ICNIRP.
In [10], point 4 of the preamble states: "It is imperative to protect members of the general public
within the Community against established adverse health effects that may result as a consequence
of exposure to electromagnetic fields ". In line with this, recommendation VI says: “Member States,
in order to enhance knowledge about the health effects of electromagnetic fields, should promote and
review research relevant to electromagnetic fields and human health in the context of their national
research programmes, taking into account Community and inter-national research recommendations
and efforts from the widest possible range of sources”. In this sense, the Spanish government (as in
other EU countries), with the regulation of high voltage electrical installations (RAT) [15], has imposed
an obligation to study the magnetic fields produced by electrical installations to guarantee that
the exposure limits regulated by [11] are not exceeded and to enhance the design of new facilities
to minimize the magnetic field emissions. These studies would allow engineers to improve their
knowledge about the possible incidence of magnetic fields produced by electrical facilities in the
environment. The RAT establishes in the Complementary Technical Instruction (ITC) number 20
(ITC-RAT 20 Projects and preliminary projects) that the memory of high-voltage facility projects must
include a study of magnetic fields in their surroundings.
It is necessary to have more information to improve the knowledge about the incidence of these
fields on some diseases (such as childhood leukemia), as several authors explain in studies that try to
improve the apparent correlation between the detected cases (which are very scarce) and the odds
ratio (close to 2) that some epidemiological studies have obtained [16].
Some recent meta-analyses propose the thesis of a non-accidental correlation between the exposure
to MFDs of more than 0.4 µT and the risk of childhood leukemia (odds ratio close to 2) or acute
lymphocytic leukemia (odds ratio 2.43) [17]. Therefore, this value of 0.4 µT is often considered as
a precautionary level for this disease. The need to deepen the analysis to achieve greater consensus is
highlighted by many researchers [18].
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Many recent studies try to correlate the risk of cancer and the proximity to high voltage lines [19,20].
To date, the results are still fairly uneven, although it seems that the proximity to these facilities
increases the risk.
Other studies have tried to correlate the risk of cancer with the proximity to high-voltage
underground lines, concluding that there is no increased risk in this case [21].
Additionally, some studies have also been conducted on the possible influence of the proximity to
high voltage facilities on neurodegenerative diseases, but the results have not found any evidence [22].
There are not many recent advances about the cause effect relationship between magnetic fields
and diseases. Nonetheless, the research remains active among the scientific community, as can be seen
in [23,24].
One of the main disadvantages of epidemiological studies is the low number of individuals
included in control areas and the low incidence that these diseases have on the general population.
But there is an issue that has not been satisfactorily resolved to date: if the cause of the increased risk
of certain diseases is the magnetic field (not the electric one), that effect should also be observed in
locations where the magnetic field is produced by low voltage facilities. On the contrary, if the only
measurable influence is observed in the proximity of high voltage lines, the cause cannot be attributed
exclusively to the magnetic field.
Indeed, although both fields (magnetic and electric) are related by electromagnetic theory, at very
low frequencies they are not coupled at the distances where people are exposed. In these cases,
the magnetic field can be studied as a phenomenon that can be considered independent of the electric
field of the system that produces it. In urban environments it is very common to find facilities such as
distribution transformer substations (DTSs) next to inhabited buildings or very close to dwellings.
As demonstrated in this paper, the MFD values that these facilities can produce on neighboring premises
can be significantly higher than the threshold values of 0.4 µT. Therefore, extending an epidemiological
analysis to these areas affected by the DTSs could considerably increase the number of people included
in epidemiological studies.
The study of the magnetic fields produced by electrical installations can have a certain complexity.
Due to this reason, sometimes, very simplified models are used for these studies. As a result of this
simplification, only an indicative value can be provided, with a considerable margin of error (the
fact that MFD is a vector quantity must be taken into account). Usually, actual values of MFD are
considerably lower than the practical limit of 100 µT (1 G) that the regulation establishes for the general
public at 50 Hz [10,11]. Therefore, an approximate calculation, even with a 100% error, can be used to
justify this limit not being reached. The situation would be very different if the precautionary principle
had been applied and that limit had been set at a lower value, like in Italy (3 µT is the limit for certain
cases) and some other countries in Europe [25]. The tendency to reduce the size of DTSs, for example,
in order to minimize their environmental impact [26], does not usually take into account aspects
related to the emission of magnetic fields. In fact, the magnetic field is often reduced by shielding
techniques [27], instead of studying the expected field before its execution and assessing other cheaper
solutions. An example of a study of a shielding for a building located under high-voltage overhead
lines is shown in [25]. However, the MFD in facilities is usually below the limits set by the regulation,
as in [28].
An accurate calculation of the expected MFD produced by an electrical facility can provide useful
information for several reasons:
• It increases the knowledge of this topic.
• It would provide guidance for the development of future standards.
• It enables the identification of the best installation practices and the rejection of inadequate assemblies.
• It facilitates the detection of overexposure in workers or the general population.
• The monitoring of exposure levels related to epidemiological studies can be carried out.
Appl. Sci. 2020, 10, 891 4 of 20
Nevertheless, given the complexity of this calculation, approximate prediction methods from
the analysis of experimental measures are developed in some works [29]. For example, a simplistic
numerical method for MFD prediction in open air type substations is shown in [30].
For this reason, in the Department of Electrical Engineering of the Universitat Politècnica de
València, a software has been developed for the calculation of the MFDs produced by the electric
currents in the facilities (CRMag®). This program has been designed to be easy to use by engineering
firms when developing the projects of facilities. With this program, the geometric arrangement of
conductors, their grouping, and so on, can be easily taken into account. This allows engineers to
study optimal solutions that may provide significant reductions in MFDs. Thus, the influence of these
facilities on neighboring premises, or on their environment, can be studied and minimized. The use
of this type of software facilitates obtaining sufficient information about the influence of electrical
installations on adjacent premises. This process is much simpler than measurement campaigns carried
out by other researchers [31]. In addition, the information is more complete and reaches areas that
are difficult access to carry out the measurements. Likewise, the simulation allows us to take into
account scenarios that differ from the particular situation of the moment in which the measurement is
carried out.
To demonstrate the usefulness of CRMag®, this paper includes a real case study of the expected
magnetic field around a facility and the analysis of possible modifications in order to reduce the
immission produced in neighboring premises.
This article begins with a brief summary of the physical principles involved in the calculation of
the MFD produced by the electrical currents in Section 2. Then, Section 3 describes the simulation
method with CRMag®and justifies the use of the developed software. Section 4 describes the case
study selected for this study. It consists of the study of a real facility to optimize the arrangement of
conductors in order to reduce the MFD emitted to neighboring premises. Then, Section 5 presents the
results of the application of the developed software to the selected case study and a discussion of the
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Thus, for a rectilinear conductor of infinite length, the MFD created at point P, at distance r from
the conductor, is a vector perpendicular to the plane defined by the conductor and point P, whose








Similarly, an analytical equation can be derived for a straight finite conductor.
These expressions can be used outside the conductor, not inside them. Nonetheless, this is not important
for the study of the magnetic fields produced by the conductors of facilities in their neighborhoods.
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If sinusoidal electric currents are considered, magnetic flux will also be a sinusoidal function.
In this case, the effective value of the MFD at P must be computed. It may also be useful to know
the components of
→
B along three orthogonal axes (X, Y, Z), which are called BX, BY, and BZ. These
components may allow the identification of the source of the field that is measured at a certain point.
If a varying magnetic field crosses a metallic object, electromotive forces are induced in that object.
As a consequence of these electromotive forces, electric currents flow through the object (Foucault
or eddy currents). These currents heat the object. The induced currents, in turn, produce magnetic
fields. Induced currents are opposed to the cause that produces them, so the resulting MFD tends to
decrease, thus producing a shielding effect. Unless the metallic object is significantly thick, the magnetic
shielding effect is weak. However, this effect is greater with screens of ferromagnetic materials.
In the case of a thin metal plate, close to the primary source of the magnetic field, disregarding the















J e is the vector of eddy current density in the element dv, at the coordinates s(x,y,z) and
→
r ,
the vector from that element to point P. Due to the small thickness of the plate, it is admissible,
in general, to consider it as a plane and convert equation (6) into a surface integral. The influence of
this phenomenon depends on many factors (metal resistivity, the direction of the MFD inside the plate,
and so on) and decreases when moving away from the plate. Experimentally, this effect can be taken
into account with an MFD attenuation coefficient.
3. Materials and Methods
3.1. CRMag®Software for the Calculation of MFDs Produced by Electric Currents
The CRMag®software is a calculation tool developed with MATLAB at the University Research
Institute for Energy Engineering (IUIIE) of the Universitat Politècnica de València, which was registered at
the Research and Development Management Service of the aforementioned university, with registration
number R-19161-2017—CRMag®. The purpose of this software is to calculate and represent the MFD
produced by the circulation of currents in electrical facilities, using Equations (1)–(5), both in the premises
where these installations are located and in their surroundings.
In order to do this, the different conductor straight sections are substituted by a discrete set of
little linear elements. A grid of calculation points is defined by the user. For every calculation point in
the selected grid, a numerical integration of Equation (4) is solved using the rectangle method for every
conductor of every phase. For each phase, this integration is solved in the three Cartesian axes (X,Y,Z).
After completing the integration of all the little elements, the phasor magnitudes BX calculated for
every phase are temporally composed. The same applies to BY and BZ. Finally, the root mean square
value of B is computed.
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As the rectangle method for numerical integration is not exact, the error will depend on the
number of discrete little elements used for every conductor section. This can be adjusted by the user,
thus increasing the accuracy of the calculations. When the MFD is calculated far from the wires,
this error is negligible if the distance to them is much greater than the size of the selected elements.
CRMag®has been specifically designed to study typical installations. For more complex situations
there are other programs (such as CDEGS or XGSLabTM) that are more complex and powerful.
The program has two calculation modes. In the main mode, also called installations mode,
the MFD produced by the electric currents in electrical facilities such as DTSs or electrical substations
can be studied. In this mode, electrical conductors are represented by straight sections, considering the
electrical shield if it is included (like in insulated cables). In the second mode, also called lines mode,
the MFD produced by high-voltage overhead lines, considering the catenaries adopted by conductors
and the currents that can be induced in earth wires, can be calculated and represented. The main
screen of the installations mode is shown in Figure 1.Appl. Sci. 2020, 10, x FOR PEER REVIEW 6 of 21 
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To calculate the MFD produced by electric currents in a facility, the user must enter the geometric
arrangement with the coordinates of every conducto sectio and their current . The program can
simulate both single-phase and three-phase installations with or without a neutral cond ctor.
The geometry of the defined installatio and premises can be displayed to verify that everything
is correct and proceed to calculate the MFD.
The MFD is always calculated in a h rizontal plan at the desired height above the coordinate
z=0, for exam le, 1 m. In that plane, a grid of equidistant points is drawn in which the MFD produced
by all the currents of the installation is calculated.
Th results can be represented as a three-dimensional surface or as t o-dimensional curves produced
by cutting the surface by fixing the value of coordinates x or y. The Z axis of the three-dimensional
graphs corresponds to th calculated magnitude of B (in µT). This magnitude can be di played using
Appl. Sci. 2020, 10, 891 7 of 20
a scale different from those of the X and Y axes, which represent coordinates in m. The representation of
B can be limited to a maximum value. This allows us to create graphs in which the part of the surface
that exceeds a certain value is shown in a uniform color and a flat shape fixed to the maximum value to
be represented. In this way, the contours of this area form an “isoflux” curve (a curve where the MFD
has a determined constant value).
Two-dimensional graphics allow the user to get a quick overview of how the MFD is distributed
along a path in the X or Y direction, for example, next to the edge of an installation (such us next to the
facade).
With the resulting graphs, the user can study the magnetic field within an installation, in the
surroundings (beyond the edges of the installation), or even in other neighboring areas, such as the
upper or lower floors.
3.2. Comparison between the Measurement and Simulation of the MFD
The measurement of the MFD produced by low frequency variable currents can be done with
electromagnetic field (EMF) meters. These devices use scanning coils or Hall-effect devices. Hall-effect
devices can also be used in magnetometers, which allow us to measure a static magnetic field.
EMF meters can perform measurements in one direction or in three orthogonal directions.
Using CRMag®, the circuit depicted in Figure 2, with an electric current of 7.69 A, has been
simulated, calculating the MFD in a horizontal plane at 2.5 cm in height above the X–Y plane.
The simulation results are represented in Figure 3.
The values calculated at points 1 to 16 indicated in Figure 3 are shown in Table 1, together with
the values measured at the same points using a 3-axis meter (3D H / E fieldmeter ESM-100 Maschek).
Figure 4 shows the results of the measurements (in blue) and those obtained by the simulation
(in orange) in these points. In Table 2, some technical data about the mentioned field meter are shown.
Table 1 and Figure 4 demonstrate the high level of accuracy achieved when using the developed
software. The differences are due to small inaccuracies in the placement of the probe and the finite
size of the probe, which makes the measured value an average of the MFD in a small region, but not
a point value.
Therefore, in studies of the EMF produced by electric currents, the calculation results can be used
with a high level of confidence instead of the measured data. The measurement requires more time,
especially in the case where the user wants to get a complete view of the MFDs in a large area and not
just a specific value. In addition, simulation allows the users to calculate MFDs in hard-to-reach areas
or vary the values of the electric current in the conductors at their convenience, thus allowing them to
analyze multiple scenarios, whereas measurements are representative only of the existing conditions
in the circuits at the moment when the measurement is made.
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Table 1. Comparison of simulation and measurement results.
Number Sensor CRMag® Error
1 12.87 13.09 1.71%
2 14.08 14.22 0.99%
3 16.56 16.70 0.85%
4 22.00 22.38 1.73%
5 36.20 37.40 3.31%
6 5.22 5.16 −1.11%
7 2.11 2.07 −2.13%
8 1.17 1.17 −0.09%
9 0.75 0.75 0.60%
10 13.07 13.27 1.53%
11 14.61 14.86 1.71%
12 19.10 19.33 1.20%
13 33.80 34.33 1.57%
14 7.39 7.23 −2.15%
15 2.91 2.97 1.92%
16 1.62 1.65 1.54%
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Another important aspect to highlight the advantage of simulation in these studies is that it
allows the user to analyze the effect of possible modifications of the facilities and thereby choose the
arrangements or designs that have less influence on the environment. The case study described in
detail in Section 4 shows some possibilities that simulation offers in the design stage of a new facility
as well as in the study of the influence of existing facilities on nearby premises.
Since the described case study corresponds to a DTS, it is necessary to include the effect of the
transformer to simulate the MFD. For this reason, the authors have made MFD measurements in
several DTSs in order to achieve a simple model, but accurate enough to be used in CRMag®and
avoid the use of complex finite element models.
Figure 5 shows a 630 kVA transformer. Figure 6 indicates the points where MFD measurements
have been made, at a height of 1m above the ground.
Figure 7 shows the measured and calculated values at the points indicated in Figure 6.
As depicted in Figure 7, the MFD created by the transformer decreases very quickly as the distance
to the machine increases. This fact and the need to maintain certain safety distances between the
machine and the enclosure walls makes the influence of the transformer on neighboring premises small,
in general. This influence is clearly lower than the influence of the low voltage power conductors.
Therefore, in many cases, a good approximation is obtained by modeling only the cited wiring.
Nonetheless, for this study, both effects will be added.
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3.3. Analysis of MFD Emission Reduction
When designing a high voltage facility, trying to minimize the emission produced by an installation
in its surroundin s is convenient, whether in public spaces or i other pr mise . As mention above,
thi paper proposes the use of CRMag®as a quick and simple procedure to simulate the MFD produced
in these areas with normal installation conditions. Then, using the same software, the user an study
the alternative conductors or equipment layout by applyi g the f llowing steps:
• Remove conductors from the edges of the premises (when p ssible).
• Minimize th distance between conductors of different phases.
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• Balance the arrangement of conductors by alternating the phases.
The procedure to minimize the immission is described in Figure 8.
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4. Case study
The calculation of the MFD produced by a real DTS in its surroundings has been selected as
an example to show the application of the developed software. This example will be studied to
demonstrate the importance of considering aspects such as the wires’ arrangement when executing the
installation of the substation. This DTS is located on the ground floor of a building. Since a bedroom
could exist on the upper floor, it is necessary to study the MFD about 20 cm above that floor. Using
the program, the geometry of the room and the wiring have been introduced and the calculations have
been made. The results of these calculations are shown in the following section. Then, analyzing the
results, some simple modifications have been proposed to ensure the reduction in the MFDs around the
substation. Figure 9 shows a picture of the studied DTS located in a building.
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Figure 9. Location of the studied distribution transformer substation (DTS) in a building.
The DTS (20,000 V/400 V, 630 kVA) has the following dimensions: 4 m in the direction of the X
axis, 2.5 m in the direction of the Y axis and 2.5 m in height. Figure 10 shows the floor plan of the DTS
and a 3D view. The high voltage line (20 kV) consists of three unipolar aluminum conductors (one
for each phase) of 240 mm2 with high module ethylene–propylene (HEPR) insulation, with a 16 mm2
copper shield and Z1 type cover. This underground line approaches the center with a certain slope.
Then, it continues parallel to the ground and arrives at the medium voltage switchgears, where it crosses
them. Finally, it leaves parallel to its entry path (urban DTS in a ring main feeder). For this line, 250 A
are assumed per phase. On the other hand, the low voltage line leaves the transformer terminals and
goes up to a tray on the wall 2.2 m high. It is a line with three conductors per phase and an electric
current of 300 A has been assumed in each conductor. After the tray with all the conductors arranged in
a single layer, these go down, in contact with the wall, in groups of three (equilateral triangles with wires
touching each other), passing through the low voltage panel. Then, the conductors are buried at 40 cm
deep to go to the low voltage installation. The high voltage section that passes through the protection
and measurement electrical cabinets and reaches the high voltage transformer terminals is not included
in the study, as it has a very low current (about 20 A) and produces much lower MFD levels.
The geometry data and layout of the conductors have been entered in CRMag®to study the
MFD produced by this facility. The definition of the whole model is developed in just a few minutes.
The program automatically calculates the induced currents in the high voltage insulated cable shields
(these are grounded according to a solid bonding scheme) and conveniently corrects the calculation of
the MFD. For some elements, such as metallic electrical cabinets or transformers, the user can select
an attenuation factor, taking their dimensions into account. With a preliminary calculation, the user
can find which areas have higher MFD levels, to make a detailed study of them. In order to show
here the results of greatest interest and propose an alternative that has a great impact on the results,
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the MFD will be studied on the upper floor and on the sidewalk of the main facade, where the line
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Figure 11. Original conductors’ layout (left) and the proposed alternative (right). This is the detail A of
Figure 10 for both alternatives. The axes directions are indicated in the figure.
For the immission study on the upper floor, the calculation height is the plane at z=2.9 m, taking
into account the 2.5 m in height of the DTS, plus 20 cm of floor thickness and calculating 20 cm above
the floor. This is done because there could be a bedroom in the existing dwelling. This calculation will
be carried out on the entire upper floor in a 4-m-wide square (from the coordinate x=0, y=0 to the
coordinate x=4, y=4).
For the study of the MFD produced on the sidewalk of the main facade, the MFD will be studied at
a height of 1 m above the ground from the coordinate x=0, y=2.6 (a wall thickness of 10 cm is assumed)
to the coordinate x=4, y=4.
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The calculation plane mesh has been plotted with points every 10 cm in the directions of both
axes (X and Y). A simulation with 400 wire sections, using a calculation grid with 1600 points and
using 100 discrete elements per section takes 36 seconds.
After analyzing the obtained results, which are shown in the next section, the study is repeated
using an alternative conductors’ layout, which shows much lower immission levels for this case.
Other paths have been tested and intermediate MFD values between the studied scenarios have
been obtained. The new proposal is to group conductors mixing the different phase. Among all the
existing possibilities, the one that produces the least MFD has been chosen. In this way, along the tray,
the original phases sequence of the nine conductors, 0-0-0-4-4-4-8-8-8, will be compared to the
proposed one, 0-4-8-8-0-4-4-8-0. In the same way, in the wiring harness that goes down the wall,
the conductors will be arranged so that each triplet has one cable of each phase. In addition, each
triplet will be a transposition of the previous triplet in order to minimize the induction produced in
the surroundings. This distribution of the different conductors of each phase will produce greater
compensations between them than the original one, due to the better-balanced distances to the
calculation points. Therefore, the proposed alternative will produce smaller MFDs. In this way,
the phases’ sequence in the triplets (following the X-axis direction) will change from the original one,
8-8-8-4-4-4-0-0-0, to the proposed alternative, 4-0-8-0-8-4-8-4-0. Figure 11 shows a detail of both cases
in these zones, extracted from the CRMag®software. The isolated conductors are placed in different
order in the new alternative, as shown in Figure 11b. This Figure is a schematic representation obtained
from the software. Nonetheless, all conductors are insulated and they do not touch each other. Finally,
the buried cables that leave the center towards the low-voltage facility will have the same arrangement
as the one used along the tray.
After studying both cases, the highest MFDs will be compared by making some cuts for a fixed
value of the y-coordinate or the x-coordinate. The curves of both alternatives will be represented to
draw conclusions. The rest of the alternatives studied, consisting of the transpositions of the selected
alternative, have been rejected since they do not provide any improvement.
5. Results and Discussion
The result of the calculation of the MFD at a height of 20 cm above the upper floor is shown in
Figure 12.
In the 3D graphs of Figure 12, the value of the z-coordinate corresponds to MFD B. In this figure,
the points with the greatest MFD have been highlighted. In the original case, these correspond to
those that remain above the axis of the tray. It is observed that the highest MFD is 50.27 µT at x=2.5 m
and y=2.3 m. This value is higher than 50% of the reference levels in the regulation. The calculation
results are also shown in Figure 12, using the proposed optimal alternative of cable arrangement.
In this case, the highest MFD 28.85 µT is above the transformer. However, in the area that previously
had the highest values, a maximum of 8.53 µT are calculated with the proposed alternative. Therefore,
a reduction of 80.03% is obtained near the modified section.
To analyze in greater detail the magnetic field in the worst areas, a cut can be made at y=2.3 m or
at x=1.2 m to represent the resulting two-dimensional curves by keeping one coordinate fixed. In these
two-dimensional graphs, the Y axis values correspond to B and the X axis values correspond to the
non-fixed coordinate (x or y). In Figure 13a, this curve is shown for both proposals at y=2.3 m. Similarly,
Figure 13b represents these curves at x=1.2 m. As depicted in Figure 13, there is a wide area with larger
MFDs in the original scenario than in the proposed alternative. The obtained reductions are quite
significant in some areas. On the other hand, these reductions are not so significant in farther areas.
Logically, the area above the tray and the cables that go down in triplets has a larger MFD because the
conductors are closer to the calculation plane. However, in the original case, there is another important
fact to take into account that causes the MFD to be so high. In the original situation, a decompensation
takes place because the distances between the conductors of the different phases and the calculation
points are not balanced. That is, for a given point in the calculation plane, the distance to the cables of
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one phase is not very similar to the distance to the cables of the other phases. Thus, one way to reduce
the MFD in this studied area is to lay the nine conductors, alternating the different phases, as proposed
in this study. Therefore, for a given point in the studied plane, the average distance to the cables of each
phase is very similar, since they are better distributed. Consequently, the MFD produced by each phase
is compensated with the MFD produced by the others, and the MFD is considerably reduced.
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Figure 13. MFD on the upper floor at a height of 20 cm (z=2.9 m), at y=2.3m (a), and at x=1.2m (b) for
the original situation (crosses) and for the proposed alternative (circles).
Appl. Sci. 2020, 10, 891 16 of 20
In the area above the transformer, the reduction is much smaller because these conductors are
farther away from the calculation plane and because the phases are separated and minor changes
can be proposed. Additionally, the effect of the transformer is the same in both cases. To verify this,
the resulting MFD curves at x=1.2 m are shown in Figure 13b.
If the field on the sidewalk next to the main facade is studied, the influence of alternating phases
can also be significantly noticed. For this purpose, the MFD is calculated outside at a height of z=1 m,
from the coordinate x=0 m, y=2.6 m (a wall thickness of 10 cm has been assumed) to the coordinate x=4
m, y=4 m. Figure 14 shows the MFD for both cases, in 3D and in 2D, highlighting the highest values.









Figure 14. MFD on the sidewalk in 3D using (a) the original layout and (b) the proposed alternative. 
MFD on the sidewalk in 2D using (c) the original layout and (d) the proposed alternative. 
In order to represent the 3D graphic, the MFD has been curtailed to a limit value of 100 µT, since 
in the original case there was a maximum value of 946.7 µT that made it impossible to visualize the 
shape of the represented surface. In Figure 15 (a), a cut of the MFD calculated at y=2.7 m is shown (10 
cm from the facade) to compare the MFD along the entire center facade in both scenarios. A similar 
curve is shown in Figure 15 (b), but 20 cm from the facade (y=2.8 m). 
  
Figure 14. MFD on the sidewalk in 3D using (a) the original layout and (b) the proposed alternative.
MFD on the sidewalk in 2D using (c) the original layout and (d) the proposed alternative.
In order to represent the 3D graphic, the MFD has been curtailed to a limit value of 100 µT, since
in the original case there was a maximum value of 946.7 µT that made it impossible to visualize the
shape of the represented surface. In Figure 15a, a cut of the MFD calculated at y=2.7 m is shown (10 cm
from the facade) to compare the MFD along the entire center facade in both scenarios. A similar curve
is shown in Figure 15b, but 20 cm from the facade (y=2.8 m).
As shown in Figure 15, the maximum MFD at y=2.7 m has been reduced from 332 µT to a value of
23.47 µT, which represents a reduction of 92.93%. In addition, the reduction is significant along the
whole facade. Furthermore, the alternative configuration does not produce values of 100 µT or higher
at any point outside the DTS.
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 It allows the user to simulate different alternative layouts of conductors easily. 
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Figure 15. MFD on the sidewalk at a height of 100 cm (z=1 m) at y=2.7m (a) and at y=2.8m (b) for the
original situation (crosses) and for the proposed alternative (circles).
6. Conclusions
Several epidemiological studies consistently warn of a risk with respect to certain diseases (such as
childhood leukemia, with odds ratios close to 2) in people living close to high voltage lines, where
MFDs greater than 0.4 µT are presented. This has led to the consideration of the magnetic field as
potentially carcinogenic by international organizations such as the IARC. The European authorities
warn of this risk and promote research in this area in order to improve their knowledge [10].
In Spain, as in other countries of the European Community, the study of the magnetic field
produced by high voltage electrical facilities is mandatory, as stated in the High Voltage Electrical
Installations Regulation [15].
This work describes a new software called CRMag®. It is a simple but powerful tool for the
calculation and three-dimensional representation of the magnetic field produced by the circulation of
currents in electrical facilities.
This software has been designed to facilitate the data entry for electrical installations using
graphical user interfaces and simple forms. The calculation is carried out quickly and the results are
always shown graphically and numerically. The results have been designed to be easy to understand
and include in reports and studies.
The software has been validated by numerous checks in real facilities and by laboratory tests.
The main advantages of the use of such software are:
• It requir s less tim than measuring.
• It allows the user to simulate different alternative layouts of conductors easily.
• It allows the user to simulate the facility with the desired conditions, regardless of the
actual currents.
• The simulation allows the user to represent the MFD on a wide area, meaning that it is very simple
to study safety distances to the facility.
• Occupational or general public overexposure in relation to regulated limits can be prevented.
In the same way, precautionary levels related to childhood leukemia and other diseases can
be checked.
• CRMag®is an affordable tool specifically designed to calculate MFDs in electrical installation.
It facilitates the definition of typical installations.
The presented software allow the user to study the magn tic field of an existing installation or
to anticipate its exp cted magnitude w n a new installation is projected. In this way, it is easy to
study alternatives to minim ze the impact of he designed facility o neighboring premise or locations.
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In this work, a case study has been described to show the different results that the software produces
and to study alternatives to reduce the immission of an installation on the neighboring areas.
Thanks to a study that was carried out, an alternative design has been found that reduces the
maximum MFDs in certain areas to values more than 80% lower than the MFDs produced by the
initial design.
This case study has been selected to prove the great influence of the arrangement of the conductors
of different phases when the lines are installed. In the presented case study, the optimal sequence of
phases to lay conductors in the tray and on the wall (by triplets) is shown. The data provided in the
case study are of great interest to engineers related to the project of constructing this type of facility.
Additionally, the improvements shown in this case are obtained with simple simulations and can be
easily implemented.
The knowledge of the MFD produced by facilities can be of great help in future research about
the real influence that this type of pollution has on the development of certain diseases. Therefore,
we cannot dismiss the notion that future regulations stating lower limits regarding the exposure of
people to this type of influence will be an eventual result of new research.
Finally, the developed calculation tool can also be very useful for research centers that carry out
studies related to the MFD produced by conductors of a facility.
7. Patents
The authors registered the developed software “CRMag®: Programa de cálculo y representación
de campos magnéticos en instalaciones eléctricas” with the reference number R-19161-2017 on February
14, 2017, in Spain.
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Abbreviations
DTS distribution transformer substation
ELF extremely low frequency
EMF electromagnetic field
HEPR high module ethylene-propylene
IARC International Agency for Research on Cancer
ICNIRP International Commission on Non-Ionizing Radiation Protection
ISU International System of Units
ITC Complementary Technical Instruction
IUIIE University Research Institute for Energy Engineering
MFD Magnetic flux density
RAT Regulation of high voltage electrical installations
WHO World Health Organization
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